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RINGKASAN 

Di masa modern sekarang ini dengan berkembangnya teknologi yang 

semakin pesat membuat kebutuhan energi listrik juga semakin meningkat. 

Kebutuhan energi listrik yang semakin meningkat harus diiringi dengan perbaikan 

mutu energi listrik itu sendiri, yaitu harus memiliki energi listrik yang berkualitas 

dan memiliki kehandalan yang tinggi untuk menjaga peralatan listrik agar 

mendapatkan energi listrik yang stabil.Untuk menjaga kualitas dan keandalan 

energi listrik maka dibutuhkan sistem proteksi yaitu penerapan alat surge arrester 

dan Earth Leakage Circuit Breaker (ELCB).  

Metode yang digunakan adalah metode R&D, dimana langkah awalnya 

yaitu melakukan pengamatan pada lokasi Gedung K Universitas Muria Kudus dan 

mencari permasalahan yang ada. Langkah selanjutnya yaitu perancangan alat untuk 

menentukan komponen apa saja yang dibutuhkan, baru mulai pembuatan alat dan 

pengujian alat pada lokasi yang sudah ditentukan. 

Hasil dari pengukuran tahanan pentanahan memiliki nilai 1,01Ω sampai 

1,04Ω, untuk pengujian alat proteksi ELCB memiliki nilai settingpoint sebesar 19 

mA dan untuk pengujian alat proteksi arrester memiliki tegangan kerja sebesar 256 

volt. 

Kata Kunci : alat surge arrester, alat ELCB, metode R&D 
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ABSTRACT 

In modern times now with the development of increasingly rapid technology 

makes electricity energy needs also increase. The increasing need for electrical 

energy must be accompanied by improvements in the quality of electrical energy 

itself, which must have high-quality electrical energy and have high reliability to 

maintain electrical equipment in order to obtain stable electrical energy.To 

maintain the quality and reliability of electrical energy, a protection system is 

needed, namely the application of surge arresters and Earth Leakege Circuit 

Breakers (ELCB). 

The method used is the R&D method, where the initial step is to make 

observations on the location and look for existing problems. The next step is to 

design a tool to determine what components are needed, just start making tools and 

testing tools at a specified location. 

The results of the measurement of earth resistance have a value of 1.01Ω to 

1.04Ω, for testing the arrester protection device has a working voltage of 256 volts, 

and for testing the ELCB protection device has a settingpoint value of 19 mA. 

 

Keywords : surge arrester tools, ELCB devices, R&D methods. 
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𝞺 Tahanan Tanah Ohm 8 

a 
Jari-Jari 

Penampang Pasak 
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L Panjang Pasak cm 8 
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